
Hydrant  Inspection Report Docket No. 01-0489

ICC Staff Exh. 3.00

Schedule 3.01

System: Highland  Shores Water Company  pg. 1 of 2

1997 2001

Hydrant # Location Gals. per min. Gals. per min. Comments

13 Wellhouse on Memory Trail 880 a) Relace - operated by Hydrant valve                     COMPLETED

b) Hydrants requires painting.

18 Between Vine Ave & Oriole Trail 340 340 Cl. - 0.5

on Pleasure Lane

17 Between Evergreen & Oriole Trail 630 600 a) Increaser height of hydrant ( 18" to middle of cap.)

on Thompson b) Hydrants requires painting.

16 Between Evergreen & Pine 425 425 a) Hydrant hard to operate.                                    COMPLETED

on Meadow Lane b) Hydrants requires painting.

10 Memory & Meadow 935 900 a) Hydrants requires painting.

7 Between Shady & Sunset 770 770 a) Hydrants requires painting.

on Meadow Lane

2 Between Acorn & Ramble 400 380 a) Hydrants requires painting.

on Meadow Lane

1 Between Highland & Woody 340 380 a) Replace - upper barrel crack.

on Meadow Lane

3 Thompson & Acorn 530 530 a)  Hydrants requires painting.                                COMPLETED  

5 Between Ramble & sunset 770 790 a)  Hydrants requires painting.                                COMPLETED  

on Thompson

Note: No Change from last inspection
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14 Westwood Dr. & Elm St. 660 a) Hard to operate (needed extension bar to provide assist).

a) Hydrant requires painting.

11 Between Memory & Shady 830 800

on Thompson

15 Between Memory & Elm 730 710 a) Replace - upper barrel crack

on Lake Vista

8 Westwood Dr. No Flow test a) Replace -  cracked barrel

9 Between Sunset & Shady 670 590 a) Hydrant requires painting; and

on Lake Vista b) Hydrant hard to operate (needed extension bar to provide assit.)

12 Between Memory & Shady 750 750 a) Hydrant requires painting.

on Lake Shore Drive

6 Between Ramble & Sunset 750 750 a) Hydrant requires painting.

on Lake Shore Drive

4 Between Acorn & Ramble a) Replace -  Not operable

on Lake Vista

Flushing Valves

39 340 340 a) Install flushing hydrants.

1 Highland 340 340 a) Install flushing hydrants.

2 Thompson 340 340 a) Install flushing hydrants.

3 370 370

Note: No Change from last inspection




